
















Seguin River Simiplified Water Management Plan
Hurdville Dam - Operating Plan

Status: Enforceable

1.

Operating Plan documented May 2009

Operating Plan Notes

The proponent and MNR will log public comments and/or complaints that are received relative to this plan.
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Operating Plan documented May 2009
Flood Damage Zone delineation not currently available

Dead Storage Zone

Flood Damage Zone

Seguin River Simplified Water Management Plan
Grey Owl Lake Dam - Operating Plan

Status: Enforceable

Flood Surcharge Zone

Crest of Dam 246.47m (808.63 ft)

Maximum Drawdown Level (Dam Sill) 244.40m (801.84 ft)

Water Level Compliance Zone



Seguin River Simiplified Water Management Plan
Grey Owl Lake Dam - Operating Plan

Status: Enforceable

1.

2.

Operating Plan documented May 2009

Operating Plan Notes

MNR has identified that walleye spawn downstream of the Grey Owl Lake Dam just below the culverts on the west side of 
McKellar Lake Road. Operation of this structure during the walleye spawning season (typically in late April to early May) 
should be undertaken, where possible, to promote the maintenance or augmentation of base flows in the known spawning 
area to support walleye reproductive success at this location.

The proponent and MNR will log public comments and/or complaints that are received relative to this plan.
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Operating Plan documented May 2009
Flood Damage Zone delineation not currently available

Crest of Dam 100.00m (328.08 ft)

Maximum Drawdown Level (Dam Sill) 97.03m (318.34 ft)

Dead Storage Zone

Flood Damage Zone

Seguin River Simplified Water Management Plan
Horn Lake Dam - Operating Plan

Status: Preliminary

Flood Surcharge Zone

Note: * - Elevation set to arbitrary datum

Water Level Compliance Zone

Start of  Notification Zone



Seguin River Simiplified Water Management Plan
Horn Lake Dam - Operating Plan

Status: Preliminary

1.

2.

3.

Operating Plan documented May 2009

The proponent and MNR will log public comments and/or complaints that are received relative to this plan.

Operating Plan Notes

The preliminary operating plan includes a notification zone.  When drawdown enters the notification zone the proponent 
shall notify the Parry Sound District MNR Supervisor. The notification zone for Horn Lake Dam is set at a water level of 
99.0 m in the period January 1 to April 30; 99.25m in the period May 1 to July 10, and 99.0m in the period July 11 to 
December 31.

Summer stop log operations to release water from storage occur on or after July 10th.
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Operating Plan documented May 2009
Flood Damage Zone delineation not currently available

Crest of Dam 100.00m (328.08 ft)

Maximum Drawdown Level (Dam Sill) 98.60m (323.49

Dead Storage Zone

Flood Damage Zone

Seguin River Simplified Water Management Plan
Fry's Lake Dam - Operating Plan

Status: Preliminary

Flood Surcharge Zone

Note: * - Elevation set to arbitrary datum

Water Level Compliance Zone

Start of 
Notification  Zone



Seguin River Simiplified Water Management Plan
Fry's Lake Dam - Operating Plan

Status: Preliminary

1.

2.

Operating Plan documented May 2009

Operating Plan Notes

The preliminary operating plan includes a notification zone.  When drawdown enters the notification zone the proponent 
shall notify the Parry Sound District MNR Supervisor. The notification zone for Upper Fry’s Lake Dam is triggered at a 
water level of 99.3m in the period January 1 to April 1; 99.5m in the period April 2 to September 14; and 99.3m in the 
period September 15 to December 31.

The proponent and MNR will log public comments and/or complaints that are received relative to this plan.
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Operating Plan documented May 2009
Flood Damage Zone delineation not currently available

Crest of Dam 100.00m (328.08 ft)

Maximum Drawdown Level (Dam Sill) 97.89m (321.16 ft)

Dead Storage Zone

Flood Damage Zone

Seguin River Simplified Water Management Plan
Whitefish Lake Dam - Operating Plan

Status: Preliminary

Flood Surcharge Zone

Note: * - Elevation set to arbitrary datum

Water Level Compliance Zone



Seguin River Simiplified Water Management Plan
Whitefish Lake Dam - Operating Plan

Status: Preliminary

1.

Operating Plan documented May 2009

Operating Plan Notes

The proponent and MNR will log public comments and/or complaints that are received relative to this plan.



177

178

179

180

181

Jan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec

Months of the Year

El
ev

at
io

n 
(m

A
SL

)

580.7

584.0

587.3

590.5

593.8

El
ev

at
io

n 
(ft

 A
SL

)  
(m

in
or

 s
ca

le
 in

cr
em

en
t 3

")

Operating Plan documented May 2009
Flood Damage Zone delineation not currently available

Crest of Dam 179.60m (589.24 ft)

Maximum Drawdown Level (Dam Sill) 177.29m (581.65 ft)

Dead Storage Zone

Flood Damage Zone

Seguin River Simplified Water Management Plan
CPR Trestle Dam - Operating Plan

Status: Preliminary

Flood Surcharge Zone
Water Level Compliance Zone



Seguin River Simiplified Water Management Plan
CPR Trestle Dam - Operating Plan

Status: Preliminary

1.

Operating Plan documented May 2009

Operation of this structure during the walleye spawning season (typically in April) should be undertaken with a preference 
to the stop logs on the north (Lumber Store) side of the structure for the release of any flows, and to the south stoplog bay 
for additional retention of flows. This will promote the maintenance or augmentation of flows in the identified spawning 
area and existing fish passage structure to direct fish to the habitat below the Lumber Store gate.

Operating Plan Notes
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Operating Plan documented May 2009
Flood Damage Zone delineation not currently available

Crest of Dam 100.00m (328.08 ft)

Maximum Drawdown Level (Dam Sill) 94.21m (309.09 ft)

Dead Storage Zone

Flood Damage Zone

Seguin River Simplified Water Management Plan
Martin Lake Dam - Operating Plan

Status: Preliminary

Flood Surcharge Zone

Note: * - Elevation set to arbitrary datum

Water Level Compliance Zone

Start of  Notification Zone



Seguin River Simiplified Water Management Plan
Martin Lake Dam - Operating Plan

Status: Preliminary

1.

2.

Operating Plan documented May 2009

Operating Plan Notes

The proponent and MNR will log public comments and/or complaints that are received relative to this plan.

The preliminary operating plan includes a notification zone.  When drawdown enters the notification zone the proponent 
shall notify the Parry Sound District MNR Supervisor. The notification zone for Martin Lake Dam is set at a water level of 
98.8 m in the period January 1 to December 31.
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Operating Plan documented May 2009
Flood Damage Zone delineation not currently available

Crest of Dam 100.00m (328.08 ft)

Maximum Drawdown Level (Dam Sill) 98.50m (323.16 ft)

Dead Storage Zone

Flood Damage Zone

Seguin River Simplified Water Management Plan
Harris Lake Dam - Operating Plan

Status: Preliminary

Flood Surcharge Zone

Sill for Stop Log Bay 98.73m (323.92 ft) 

Note: * - Elevation set to arbitrary datum

Water Level Compliance Zone



Seguin River Simiplified Water Management Plan
Harris Lake Dam - Operating Plan

Status: Preliminary

1.

Operating Plan documented May 2009

Operating Plan Notes

The proponent and MNR will log public comments and/or complaints that are received relative to this plan.
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Operating Plan documented May 2009
Flood Damage Zone delineation not currently available

Crest of Dam 100.00m (328.08 ft)

Maximum Drawdown Level (Dam Sill) 98.40m (322.83 ft)

Dead Storage Zone

Flood Damage Zone

Seguin River Simplified Water Management Plan
Haines Lake Dam - Operating Plan

Status: Preliminary

Flood Surcharge Zone

Note: * - Elevation set to arbitrary datum

Water Level Compliance Zone



Seguin River Simiplified Water Management Plan
Haines Lake Dam - Operating Plan

Status: Preliminary

1.

Operating Plan documented May 2009

Operating Plan Notes

The proponent and MNR will log public comments and/or complaints that are received relative to this plan.
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SEGUIN RIVER SIMPLIFIED WATER MANAGEMENT PLAN 
TERMS OF REFERENCE 

 
 
1.0  INTRODUCTION 
 
The Cascade Street Generating Station (GS), a hydroelectric based facility, is located within the 
Town of Parry Sound.  The Cascade Street Generating Station is located in Lot 28, Concession 
III, Township of McDougall now in the Town of Parry Sound, and is owned by Parry Sound 
PowerGen Corporation (PowerGen) a wholly owned subsidiary company of Parry Sound Hydro 
Corporation. 
 
As well as the Cascade Street GS and the associated Dam, PowerGen own and operate 10 
additional water control structures.  Nine of the 11 PowerGen controlled structures are operated 
for the purposes of hydroelectric generation.  The Seguin River also has two water control 
structures owned by third parties.  These include the Vinette Lake Dam owned by the Ontario 
Ministry of Natural Resources, and the Trestle Dam owned by the Town of Parry Sound.  The 
Seguin River is located within the Parry Sound District with less than 1% of the drainage basin 
located in the geographic township of Cardwell in the District of Muskoka.  The headwaters are 
on the western slopes of the Algonquin Dome near the hamlet of Whitehall, and flow westerly 
for a distance of approximately 40 kilometres to Georgian Bay.  The watershed encompasses 
an area of about 102,300 hectares (1023 km2)1.  The Cascade Street GS is located 
approximately 1 kilometre upstream from the mouth of the Seguin River with no significant 
tributaries entering below the generating station.  Effectively the entire runoff from the Seguin 
River watershed must be passed through the generating station or bypassed through the 
associated  dam structure. 
 
There are 11 dams on the Seguin River watershed that are controlled either directly or indirectly 
for the purpose of flow management at Cascade Street GS. These dams would fall within the 
scope of the Seguin River Water Management Plan and are summarized in Table 1. 
 
The Trestle Dam, owned by the Town of Parry Sound, is not operated for hydroelectric power 
production, but flows and controlled levels associated with the dam are influenced by the 
operation of the Cascade Street GS and associated dam. 
 
The remaining three dams (see Table 2) are not controlled for flow management at the Cascade 
Street GS and would thereby not be included in the water management plan. 
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Table 1 
Dams Located on the Seguin River Watershed 

Within the Scope of the Seguin River Water Management Plan 
 

Dam Name / Location Township Owner 
Horn Lake Monteith PowerGen 
Fry’s Lake Monteith PowerGen 

Whitefish Lake Humphrey PowerGen 
Martin Lake Christie PowerGen 

Grey Owl Lake 
(McKellar Lake) 

McKellar PowerGen 

Hurdville Dam 
(Lake Manitouwabing) 

McKellar PowerGen 

Harris Lake Ferguson PowerGen 
Beverages Lake 

(also controls Haines Lake) 
McDougall PowerGen 

Mill Lake Town of Parry Sound PowerGen 
Cascade Street 

(Head Pond Dam) 
Town of Parry Sound PowerGen 

Trestle Dam Town of Parry Sound Town of Parry Sound 
 
 
 
 
 

Table 2 
Dams Located on the Seguin River Watershed 

Outside the Scope of the Seguin River Simplified Water Management Plan 
 

Dam Name / 
Location Township Owner Comment 

Vinette Lake Dam Monteith Ministry of 
Natural 

Resources 

Headwater structure is not operated for 
waterpower production.  Not affected by flows 
or levels of any other dams. 

Nine Mile Lake McDougall PowerGen Structure is not operated for waterpower 
production.  Not affected by flows or levels of 
any other dam. 

Trout Lake McDougall PowerGen Structure is not operated for waterpower 
production.  Not affected by flows or levels of 
any other dam. 
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2.0  PLAN GOAL AND PRINCIPLES 
 
The Seguin River Water Management Plan will be prepared to fulfill Section 23 (1.1) of the 
Lakes and Rivers Improvement Act. The Water Management Plan will follow a Simplified 
Planning Process and will be prepared in accordance with the goals and principles as outlined 
in Section 4.0 of the Waterpower  - Water Management Planning Guidelines for Waterpower 
(MNR, 2002). 
 
3.0  STEERING COMMITTEE MEMBERSHIP 
 
The Steering Committee for the Seguin River Hydro Generating Station Simplified Water 
Management Plan shall consist of: 
 

Calvin Epps – Chair Parry Sound PowerGen Corporation 

Clary Gatien Northern Ontario Power Company 

Andreas Stenzel AMEC Earth & Environmental Limited 

Peter Nimmrichter AMEC Earth & Environmental Limited 

Oliver Pastinak Ministry of Natural Resources 

Eric McIntyre Ministry of Natural Resources 

Mike Phillips Ministry of Natural Resources 

Dan Thompson Department of Fisheries and Oceans 

Paul Borneman Town of Parry Sound 

To be announced Shawanaga First Nation 

To be announced Wasauksing First Nation 

 
 
4.0  ROLES AND RESPONSIBILITIES 
 
The proponent for the preparation of the Seguin River Simplified Water Management Plan will 
be PowerGen. PowerGen will be responsible for undertaking the planning process in 
consultation with the MNR, as per the Waterpower  - Water Management Planning Guidelines 
for Waterpower (MNR, 2002).  
 
PowerGen will be required to: 
 
• Coordinate a planning team consisting of technical disciplines consisting of but limited to 

biologists/ecologists, engineers, hydrologists, and information specialists that will be 
required to provide input to the preparation of the Simplified Water Management Plan; 
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• Coordinate and consult with MNR and other members of the Steering Committee throughout 

the process of the Simplified Water Management Plan; 
 
• Assemble environmental, hydrologic, engineering and socially related information from 

available sources and undertake a gap analysis to establish data collection needs; 
 
• Establish a data collection plan based on the gap analysis; 
 
• Apply historical flow, water level, climatic and operations data to establish a baseline model 

to be applied in the preparation of the Simplified Water Management Plan; 
 
• Preparation of a Simplified Water Management Plan Report documenting the planning 

process. 
 
MNR’s responsibility in the planning process will be consistent with Section 7.3 of the 
Waterpower  - Water Management Planning Guidelines for Waterpower (2002).  
 
 
5.0  SCHEDULE 
 

Terms of Reference December 12, 2003 

Final Scoping Report January 24, 2005 

Final Option Report  April 29, 2004 

Final Draft Plan  May 26, 2005 

Final WMP Plan July 15, 2005 

 
 

References 
 

1. Ministry of Natural Resources, Ontario’s Water Power Sites, p.57, 1985. 
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ACRONYMS / GLOSSARY 
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LIST OF ACRONYMS 
 

AES Atmospheric Environment Services (Environment Canada) 
AWLR Automatic Water Level Recorders 
cfs/day Storage Volume - Cubic Feet Per Second per Day 
DLUG District Land Use Guidelines 
DMM District Municipality of Muskoka 
FDZ Flood Damage Zone 
GS Generating Station 

GSD Geodetic Survey of Canada Datum 
LCD Local Construction Datum 

m3/sec/day Storage Volume - Cubic Metres Per Second per Day 
MNR Ontario Ministry of Natural Resources 
MOE Ontario Ministry of Environment 

ODPW Ontario Department of Public Works 
OFMT Ontario Flood Messages Terminology 
OLL Ontario Living Legacy 
PAC Public Advisory Committee 

PowerGen Parry Sound PowerGen Corporation 
RWL Regulated Water Level 

SRSWMP Sequin River Simplified Water Management Plan 
SWMP Simplified Water Management Plan 
TOR Terms of Reference 
WMP Water Management Plan  
WRIS Water Resources Information System 
WSC Water Survey of Canada 

  
  

 
 
 



 
Parry Sound PowerGen Corporation 
Seguin River Simplified Water Management Plan Appendix B – Acronyms / Glossary  
 
 

 
 

AMEC Earth & Environmental 
 
 

GLOSSARY OF TERMS 
 
Dam Crest – the top of the dam. 
 
Dam Sill – In the context of the dams described in this report, the dam sill is the bottom of the 
stop log bay or operated gate and represents the lowest elevation of the dam structure over 
which flows can pass (in the theoretical event of complete removal of logs or lifting of a gate). 
Hypothetically, the reservoir would fall to this elevation in the event of no available flows under 
an open gate scenario.  
 
Dead Storage – Storage in reservoirs that lies below the elevation of the dam’s lowest outlet or 
operations water level and which cannot be drawn out or used beneficially is known as dead 
storage. 
 
Enforceable Operation Plan – Appendix J of the Water Management Planning Guidelines for 
Waterpower (MNR, 2005) provides the details with regard to the compliance with and 
enforcement of “enforceable” operating plans developed as components of the SRSWMP. The 
Compliance and Enforcement Guidelines provide direction and guidance for review of whether 
the flows and levels controlled by waterpower facilities and associated structures, are managed 
in accordance with approved Water Management Plans. In the guideline, industry has a self-
monitoring and reporting role and MNR has an inspection, audit and enforcement role. 
 
Flood Damage Zone – Water levels in this zone are known to result in flood damages 
upstream and/or downstream of the water control structure.  
 
Flood Surcharge Zone – The flood surcharge zone represents reservoir storage above the 
water level compliance zone that serves as a storage buffer to diminish the impacts of high 
floods. This flood surcharge zone can be used effectively through dam operations and 
management when feasible. Following a flood, water in this storage zone is released in a 
controlled manner within the limits of downstream channel capacity.  
 
Notification Zone - Many of the “preliminary” operating plans include a “notification zone”. The 
notification zone is triggered at water levels specific to individual lakes. When drawdown enters 
the notification zone the proponent notifies the District MNR Supervisor.  
 
Owner - includes the owner of the facility/structure and the person(s) authorized by the owner to 
operate the facility/structure on the owner’s behalf. 
 
Peaking - refers to a mode of operation in which the generating station operates for specific 
periods of high energy demand, typically daytime use on weekdays and stores the remainder of 
the water during off-peak times in its forebay and/or in an upstream reservoir. 
 
Preliminary Operation Plan – “Non-Enforceable” or “Preliminary” operating plans will only 
become enforceable upon review of water level and flow data to be collected over the 
negotiated period of time following plan approval. The SRSWMP Steering Committee has 
adopted a plan review term of five years.  During this initial review term collection of information 
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to fill identified data gaps and development of the remaining enforceable operating plans for the 
complete system will be undertaken.  At the end of the five year period, the SRSWMP would be 
subject to a plan review under the water management planning process set out in the “Water 
Management Planning Guidelines for Waterpower” at which time the “preliminary” operating 
plans will be replaced by approved and enforceable operating plans.   
  
Rule Curves or Operations Plans – are a diagrammatic representation of intended water 
levels that can be established through operational management of a dam ( i.e.,  through 
adjustment of the flow control mechanism) throughout the year for a specific reservoir. They 
reflect a water level compliance zone established to balance competing interests for water. The 
rule curve development process starts by establishing the top and bottom of the curves (highest 
tolerable level, lowest tolerable level) to avoid severe flooding or severe drought conditions. 
Within that range, consideration is given to other water uses (e.g., navigation, water supply, 
recreation, etc.). Critical habitat concerns also drive target levels to ensure against damage to 
sensitive natural resources. Rule curve development is both a quantitative and qualitative 
process incorporating reviews of existing operational and water level data and discussions with 
other water users in the system.  
 
Run-of-River - refers to a mode of operation in which the generating station has minimal 
forebay storage that passes some or all of the inflow through one or more turbines on a 
continuous basis with the remainder, if any, going over an existing falls or spillway. 
 
Water Level Compliance Zone – defines the acceptable range of water level fluctuations 
achieved through dam operations and management that will most reasonably suit the needs of 
the majority of users, and incorporates a certain amount of fluctuation to accommodate the 
variability associated with normal weather events. 
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SCOPING REPORT / OPTIONS REPORT 
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EVENT REPORTING TEMPLATE 
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MNR Fax No.: (705) 645-8372 
Event Report 

Seguin River Simplified Water Management Plan 
 
Date of Observed Event:   (mm/dd/yyyy) 
Time of Observed Event:  hh:mm 

Reported to MNR by Phone to Office: G    Bracebridge Area 
 G    Provincial Coordination Centre 

Date:  
Time:  

24-Hour Average Water Level (m):  

Nature of Incident: 
G    Low Water Trigger Met  Start Date / Time  
 End Date / Time  
G    High Water Trigger Met Start Date / Time  
 End Date / Time  
G    Equipment Failure  
G    ISO Request and Approval by MNR  Contact Person:  
G    Emergency   
G    Upstream Dam Operations Upstream Dam:  
G    Facility or Dam Maintenance 
G    Other 

Is corrective action required to bring the operation back into Plan? Please describe: 
 
 
 
 
How long will it be before the operation is expected to be back into Plan? 
 
 
 
    

Owner/Operator (Signature)  Date  
  Parry Sound PowerGen 

Name (Print)  Utility Name 
 
G    additional information attached 
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MNR REVISIONS TO PLAN 
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PUBLIC CONSULTATION SUMMARY 
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PUBLIC CONSULTATION SUMMARY 
 
The public consultation process for the Seguin River Simplified Water Management Plan 
(SWMP) was coordinated by both Parry Sound PowerGen and the Ministry of Natural 
Resources. Formal opportunities for public consultation were provided during the Scoping 
Report and Draft Plan stages.  A summary of the public consultation process utilized for this 
SWMP development is provided below. 
 
 
SCOPING REPORT 

• Public consultation period for the Scoping Report was established from January 31 to March 
2, 2005 (30 days). 

• A newspaper posting announcing that the Scoping Report was available for public review 
was placed in local papers (Almaguin News and Parry Sound North Star) (a copy is provided 
at the end of this appendix). 

• A direct mailing to local municipalities and stakeholders was carried out during this 
consultation period.   

• An Information Notice was posted on the EBR Registry (EBR Registry Number XB05E3002) 
on January 31, 2005. 

• Access to all Scoping Report documentation was provided on AMEC’s Public Consultation 
website (www.public-participation.ca).  

• Copies of the Scoping Report were available for public review at the MNR offices in 
Bracebridge and Parry Sound, as well as, the offices of Parry Sound PowerGen in Parry 
Sound and the Parry Sound Public Library. 

 
A total of three formal submissions from the public were received during this public consultation 
period. Responses were provided to all submissions in May 2005. 
 
Table 1 summarizes the public comments received and how these comments were considered 
in the preparation of the Options Report and Draft Plan: 
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TABLE 1 

Person/ 
Agency Issue Response 

Township of 
McKellar 

A number of specific points were raised: 
 expressed concern regarding possible 

conflict of interest between Steering 
Committee members 

 
 recommended documentation of both 

positive and negative implications 
 
 
 
 recommended Emergency and 

Maintenance Plans be developed for each 
structure in the Plan. 

 
 
 
 
 
 indicated that comments relating to Owl 

Lake Dam and Hurdville Dam be identical 
 expressed interest in the development of a 

watershed simulation model 
 
 
 identified needed corrections to Figure 2-6 

and 2-8 
 stressed the importance of opportunity for 

public consultation 

 
 the roles of the two consultants working on 

the project were explained with conclusion 
that no conflict of interest has been 
identified 

 agreed that changes to operational 
strategies can have both positive and 
negative impacts and the existing 
operational tact may in fact represent the 
best balance. 

 Emergency Preparedness Plans are 
typically a component of a Dam Safety 
Review and would not be completed as a 
component of this planning process. It is 
expected, however, that PowerGen will 
complete Dam Safety Reviews for their 
water control structures as a separate 
operational undertaking in the future. 

 comment incorporated into the Scoping 
Report 

 A preliminary hydrologic simulation model 
is in the development stages and it will be 
enhanced in the future as new data 
becomes available. 

 comment incorporated into the Scoping 
Report 

 outlined the public consultation approach 
adopted by the Steering Committee  

Member of 
the Public 

asked if there is currently an agreement that 
governs the management of water levels on 
Lake Manitouwabing. 

Yes and provided details regarding Resolution 
of the Public Utilities Commission of the Town 
of Parry Sound No. 87.83 (dated August 10, 
1987) which details regulation of Lake 
Manitouwabing. 

Member of 
the Public 

asked if there is currently an agreement that 
governs the management of water levels on 
Lake Manitouwabing. 

Yes and provided details regarding Resolution 
of the Public Utilities Commission of the Town 
of Parry Sound No. 87.83 (dated August 10, 
1987) which details regulation of Lake 
Manitouwabing. Also indicated that expansion 
of the water level limits defined by Resolution 
87.83 is not a consideration for this Plan. 
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DRAFT PLAN 

• The public consultation period for the Draft Plan was established from May 12 to June 25, 
2008 (45 days) at the request of MNR.  

• Newspaper postings were placed in the Almaguin News on Friday, May 16th, 2008 and the 
Parry Sound North Star on Wednesday, May 14th, 2008 (a copy is provided at the end of this 
appendix). 

• A direct mailing to local municipalities and stakeholders was carried out on May 7th, 2008. 

• Access to all Draft Plan documentation was provided on AMEC’s Public Consultation website 
(www.public-participation.ca) as of May 12th, 2008. 

• An Information Notice update was posted on the EBR Registry (EBR Registry Number 
XB05E3002) on May 12th, 2008 advising that the Draft Plan was available for review. 

• Copies of all Draft Plan documentation were provided at the MNR offices in Bracebridge and 
Parry Sound, as well as, the offices of Parry Sound PowerGen in Parry Sound as of May 
12th, 2008. 

• A newspaper article written by a Parry Sound North Star reporter was published in the May 
28th, 2008 paper and in the article, the reporter advised of the opportunity for the public 
review of the Draft Plan for the Seguin River WMP.  

 
A total of six formal submissions from the public were received during this public consultation 
period.  Formal responses have been provided to all submissions as of May 2009. 
 
Table 2 summarizes the public comments received and how these comments were considered 
in the preparation of the Final Plan: 
 
Following the formal public consultation period, Township representatives were invited to the 
Annual General Meeting of Parry Sound Hydro Corporation on July 7th, 2008 for an overview of 
the Water Management Planning process.  Invitees included: 

 
 McDougall Township; 
 Seguin Township; 
 McKellar Township; and, 
 McMurrich/Monteith Township. 
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TABLE 2 
Person/ 
Agency Issue Response 

Seguin 
Township 

 

expressed interest in the impacts of the 
proposed plan on each of recreational lakes 
within the Seguin River watershed, as well as, 
any changes anticipated to the current 
practices 

Provided information for the following lakes 
which are included in the scope of the 
SRSWMP located wholly or partially within 
Seguin Township: 
 

 Whitefish Lake 
 Martin Lake 
 Fry’s Lake 
 Beverage’s (or Haines) Lake 

Member of 
the Public 

Hurdville Dam – concerned about the low 
water levels at bay at Meharg Drive on Lake 
Manitouwabing in the summer; request 
examination of the current water level 
measurement used as a basis of operating the 
dam 

Provided details regarding Resolution of the 
Public Utilities Commission of the Town of 
Parry Sound No. 87.83 (dated August 10, 
1987) which details regulation of Lake 
Manitouwabing. Also indicated that PowerGen 
will endeavour to obtain additional information 
to better understand this issue. 

Member of 
the Public 

Horn Lake – concerned about the rapid drop 
in water level on Horn Lake in the spring and 
the potential for impact on fish and wildlife; 
requests that logs not be pulled at the Horn 
Lake Dam until after the 2nd Saturday in July 

Member of 
the Public 

Horn Lake – concerned about the dam 
operations in the spring resulting in low water 
levels on the lake and potentially impacting 
fish spawning; request that the operational 
zone be narrowed and the spring drawdown 
be reduced. 

Member of 
the Public 

Horn Lake – concerned about the spring 
drawdown in May/June and the potential 
impact to bass spawning 

Similar responses were provided to those 
members of the public specifically interested 
in Horn Lake. 
 
 indicated that specific concerns identified in 

these responses spurred Steering 
Committee discussions which resulted in 
changes to the planned operation that 
reduced drawdowns and changed when 
summer operations were initiated. 

 
 provided “Preliminary Operating Plan” for 

Horn Lake 

Member of 
the Public 

Martin Lake – approves of the current 
operation of the dam on Martin Lake 

Provided a summary of the key adjustments 
made to the existing operating plan for Martin 
Lake, as well as, the existing and resultant 
"Preliminary Operating Plan”. 
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Newspaper Posting – Scoping Report Review 
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Newspaper Posting – Draft Plan Review 
 

 
 




